
Subject: Appropriate Design Professionals for Signing Construction 
or BAN/LAN Drawings 

 

1. The exterior communication cable plant designs for installations involving buried 
or high wire locations all require a Registered Communications Distribution 
Designer (RCDD). 

2. Designs for exterior high voltage power and interior connections (such as the 120, 
208 or 480 V electrical connections for an IDF, POP or equipment in a closet) in a 
building to the building electrical system require an Registered Electrical 
Engineer (REE). 

3. When the designs involve rewiring the majority of a building, then an RCDD 
shall be involved. Electrical connections require an REE. 

4. When the rewiring of a building only involves a small percentage of the 
communication drops in the building; then an RCDD is not required. Electrical 
connections require an REE. 

5. We would like to have a set of standard details signed by a Registered Civil 
Engineer for road crossings by the cable plant trenching. These could by used on 
all projects that have road crossings and could have the details crossed out that 
don't apply. 

6. The LAN/BAN designs shall be presented to the base for review and acceptance 
prior to starting construction similar to the Server Farm process. 

 


